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UTILITY PLAN C1.4

CAUTION

CAUTION

CONTRACTOR TO FIELD
VERIFY INVERT ELEVATION

PRIOR TO CONSTRUCTION
AND INFORM ENGINEER

OF ANY CONFLICTS.
FL=1449.61'

CONTRACTOR TO FIELD VERIFY INVERT ELEVATION
PRIOR TO CONSTRUCTION AND INFORM ENGINEER

OF ANY CONFLICTS.
NORTH 6" (PVC) OUT FL=1450.18

EAST 8" (PVC) IN FL=1450.28
SOUTHEAST 6" (PVC) IN FL=1450.33

SOUTH 8" (PVC) IN FL=1450.33
WEST 8" (PVC) IN FL=1450.28

MANHOLE FL=1450.23
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